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Requesting Office: 

Magalies Water Vaalkop Plant 

 

Contact Person: 

Selina Maledu 

Contact Numbers: 

012 277 1452/1290 

Facsimile: 
 

PR -Telemetry System E-mail address: selinam@magalieswater.co.za 

  

 
DATE ISSUE:13 November 2025 

CLOSING DATE: 21 November 2025 

PLACE OF DELIVERY: Magalies Water Vaalkop Plant 
 

75 JQ Farm Bulhoek 

Beestekraal 

0255 
 
 

 
For More information/query email: sel inam@magalieswater.c.za  

 

Item 

No. 

 
Description/Specification 

1 REPAIR KORTBEGRIP, MONAKATO, EVERGREEN & SPITSKOP RESERVIOR TELEMETRY SYSTEMS. 

 
2.1) A) REPAIR SSE TELEMETRY FOR KORTBEGRIP, MONAKOTA, EVERGREEN & SPITSKOP RESERVIORS 

Telemetry repairs 
a) Supply, install and configure the Maestro 2500 CPU12 with the ASC1-14-way 

b) Supply & install surge protection non isolated 8 channel with Ribbon cable interface to I/O modules 
c) Supply & install Ribbon cable 500mm (AIN) 
d) Supply, install and configure Radio GE MDS SD4 SS 400- 450MHz, ETSI x 1 

e) Supply, install, commission the four reservoir levels 2 x 6 mwg and 2 x 8 mwg 
f) Configure the telemetry to show the battery voltage, levels, enable it to pall on the SCADA 

g) Generate Drawing x 2 for the installed telemetry system 
Installation, commission and issuing of certificate of compliance on each solar installations 

 
BOQ 

1) Maestro M2500 RTU Compatible with SSE OPC (Quantity: 5) 
• 8 x Analogue Inputs (AIN) 

12 bit resolution 

0.1% Accuracy 
Single end 

Can expand AIN 

• 8x Digital inputs (DIN) 
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 LED status display 

Opto Isolated 
5KV isolation 
Can expand DIN 

• 8 x Digital outputs 

LED status Display 

Open collector 

250mA sink per Chanel 

Can expand dot 
Specifications 

• Input Voltage 9 – 17VDC 

• Power consumption 120mA 

• ASCII or Ethernet 

• 2 x RS232 ports (300 – 57600BPS) 

• RJ45 – EIA – 561 

• PTT, DCD * test LED’s 

• Programable via P-code, >2000 lines 

Complete with RS 232 Power cable and communication fly Unit. 

2) GE MDS Orbit ECR Digital Radio/ EDGE connect Router (Quantity 4) 
• Model: GE MDS ECR 

• Power: 10 -60 V DC 

• Current: 3 Amp 

• Temp: -40 to 70°C 

• Config:: ECRL4ENNNNNS1D1ZACNN 

3) 12 to 24VDC converter (Quantity 5) 
• Part number: D1224-5 

• Input Voltage: 12V DC 

• Output Voltage: 24-26V DC 

• Output Current: 5Amp 

4) 8 Channel Surge Protection (BBDI08) (Quantity: 5) 
• Physical Dimensions 

Length: 135mm (8Channel) 
Width: 42mm 
Height: 80mm 

• Connection Sockets 

14- Way Ribbon to the RTU or I/O 
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2 x 8 Way screw pluggable termination connector 
4 -Way Power Supply 12V + Ground Plug 

• Ordering Information 

SSE – BBDI8 – 8 Channels 
8 Channels 
4-Way power Supply 12V+, ground 

• Protection 

10kA per Channel. 

Maximum input Voltage: 30 Vdc 

Supply Voltage 

Minimum: 9Vdc Typical: 13.8Vdc 
Maximum: 15Vdc 

Complete with Ribbon cable 

5) 100 Watt Solar Panel 12Volt (Quantity 5) 

• Maximum Power at STC (Pmax):100Watt 

• Optimum operating Voltage (VMP): 18.0 V 

• Optimum operating Current (IMP): 5.56Amp 

• Open Circuit Voltage (Voc): 22.30V 

• Short Circuit Current (ISC) 5.95A 

• Solar Cell Efficiency (%): 17,80 

• Solar Module efficiency (%): 14.8 

6) PWM Solar Regulator 12V 5 to 10 Amp (Quantity: 6) 
• Type: CA – 8 (ACDC Dynamic) 

7) Delay on Timer 12-240 V AC/DC (Quantity 10) 
• Part Number: PCM – 01/U 

• Zamel 

• Delay on timer 16 Amp 1 C/O 

• 12 – 240V AC/DC IP 20 

8) Solar Regulator 20A 

9) Solar Panel 300W x 2 
10) Solar Panel Cable (+) Red 6mm x 50m 
11) Solar Panel Cable (-) Black 6mm x 50m 
12) Solar Panel Connectors (Female) 6mm x 2 
13) Solar Panel Connectors (Male) 6mm x 2 
14) Solar Bracket 
15) Travelling from Vaalkop WTW to various Telemetry station x 1000km 
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3. Objectives 

The objective is to outsource an experienced contractor for the supply, installation, configuration and commissionin 
of Solar system and Telemetry in Vaalkop WTP. 

4. Deliverables 
a) Fully functional Solar system and software configuration 

b) Fully functional Telemetry system 

5. Evaluation Phases 

Phase 1: Administration Compliance (if not submitted bid will be disqualified) 

Phase 2: Functional /technical Evaluation 
Phase 3: Points awarded for price and B-BBEE Status level of contribution (80/20 preferential point System) 

 

 

Phase 1 
ADMINISTRATIVE MANDATORY REQUIREMENTS 
The information contained in the table below is mandatory and will be used in assessing the compliance of bids. 
Failure to submit and complete all the mandatory information will result in bids being deemed ‘’non-responsive`` 

and therefore will not be evaluated further. 

Item 
No 

Name of documents that must be submitted 

1 Letter from DTI declaring the OEM status or letter of intellectual property rights or 
Affiliations and accreditations from an OEM (if not in position of CIDB grading) 

2 CIDB 1EP/EB or higher 

3 Central Supplier Database (CSD) or CSD registration number 

4 Bidders shall submit subcontracting agreements between the main contractor and 
the subcontractor with this bid (if applicable): 

5 Joint ventures Certificate or Agreement (if applicable): 

 
N.B: Failure of bidders to meet all the above mandatory requirements will result in bids being disqualified and won’ 
be evaluated further. 

Phase 2: Functional /technical Evaluation 
Submitted proposals will be assessed based on the following evaluation criteria: 

a)  Functionality 
 

Company Experience in Maintenance 
Experience in Installation, Configuration, Maintenance and Commissioning of a Telemetry 
system on water treatment water plant or similar environment. 

 
Projects from the bidder should be indicated on a schedule of company experience to be 
attached together with reference letters or completion letter of previous similar projects as 
evidence from clients. 

Points 

 
30 points 
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  Evaluation 

• Company experience of 3 or more similar projects (30 points) 
• Company experience of 2 similar projects (20 points) 

• Company experience of 1 similar project (10 point) 

• Company experience of 0 similar projects (0 points) 

  

Experience of Technician/ Artisan  

Capability, knowledge and experience of OEM Technician or Instrument Mechanician or 

Electrician or higher with SSE OPC Module 1 and 2 to be used on the assignment (CV with 
contactable reference). 

 
Certificates 

• 5 or more years’ experience Installation, Configuration, Maintenance and 

Commissioning of Telemetry systems (40 points) 

• 4 years’ experience Installation, Configuration, Maintenance and Commissioning of 
Telemetry systems (30 points) 

• 2 years’ experience Installation, Configuration, Maintenance and Commissioning of 

Telemetry systems (20 points) 
0 -2 years’ experience without any of the certification (0 points) 

 

 
40 points 

Vehicles and Equipment  

Availability/Allocation of resources (See the below Equipment Inventory List) 

 

• Bidders to submit Proof of ownership or proof (letter of support) of intention to 
lease the Portaflow or equivalent. Vehicle registration documentation to be attached. 
Tools and Equipment to be listed. 

 
Evaluation of Equipment Resource Capacity 

Vehicle (Car/Bakkie/Truck) and test Equipment (Process meter or equivalent and field 

programmer with SSE OPC) (40 points) 
If provided only one item for the above. (0 points) 

 
 
 

 
30 points 

Tenderers must achieve a minimum functionality score of 60% to qualify for further 
evaluation on price and preference points. 

Total 100 

Phase 3: Points awarded for price and B-BBEE Status level of contribution (80/20 preferential point System) 
 

 
6. Timelines 
Bidders to propose, together with the proposal, their anticipated timelines to hand deliverables to client. 
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 7. Health and Safety 

The work shall comply with the Occupational Health and Safety Act, Act no 85 of 1993 and the applicable regulation 

such as SANS, IEC etc. 
Prior to appointment of the contractor, he shall, in terms of Section 5.1 of the Act, provide proof that: 
• He has the necessary competencies and resources to perform the work safely. 

 

 
8. SHE File 

• SHE file shall be compiled and submitted to Magalies water within 7 days prior to onsite work 

commencement for approval/disapproval by end user & SHE department and kept onsite during the 

duration of the work which shall consists of the following items: 

 
• Baseline SHE Risk Assessments for work to be undertaken. 

 
• Method statement for work to be undertaken. 

 

• Proven competence of ability to conduct work (includes competence declaration, competence certificates, 

affiliations, testimonials, relevant standards and reference). 

 

• Organogram, CV’s, Identity document and qualifications of service provider employees or contractors on 

site. 

 
• SHE training (includes induction, awareness training, as necessary while operating under Magalies Water’s 

control takes about 2 hours). 

 
• Provision and use of personal protective equipment. 

 
9. Company Experience of Bidder 

 
[Notefor the Bidder: Thebidder must complete the information set out below in order to establish an overall pictur 

of the company's experience, capacity and ability to undertake the work] 

The bidder must provide the following information: 

 

 

Client Name 

 

Contract Value 

Contract Period 
 

(Start and End 

Dates) 

Scope of 

services 

provided 

Name, title and telephone contact of 

client 
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  1.     

2.     

3.     

4.     

5.     

 

 

10. Vehicles and Equipment Inventory List 

 
[Note for the Bidder: The bidder must complete the vehicles and equipment inventory list in full and attach proof 
ownership or lease agreementsor letter of commitment to secure vehicle and equipment. The inventory list must als 
show if the vehicle and equipment ownership or leased and proof of ownership/lease must be provided 
commitment letter to secure vehicle and equipment i.e. lease agreement of the vehicle and equipment. Bas 
transport vehicle car/bakkie/truck and test equipment required include pressure testing, secondary injection, an 

current transformer analyser or similar test instruments for HT /MV 

 
Item 
Name 

 
Description made 
and Model mode 

 
Leased / Owned 

#Days in a month 
dedicated 

to Magalies water 

#Days in a month 
Dedicated to other 
Projects 

1     

2     

3     

4     
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1. Submission of Quotations 

 RFQ Number must always be stated on the quotation.  
 

Quotations should be submitted on or before the Request for Quotation Deadline Date by no 
later than 12h00 to the email :Selinam@magalieswater.co.za 
No hand delivered quotations will be accepted, all quotations to be submitted to the email  
indicated on the RFQ. 

 

2. Selection of Qualifying Quotation 

 
The selection of the qualifying quotation will be at Magalies water’s sole discretion.  
Magalies Water does not bind itself to accept any particular Quotation. 
 

3. Documents required 

 
The quotation will be verified for responsiveness according to the following REQUIREMENTS: 

• Quotation must have CSD vendor number or CSD report 

• Quotation must have RFQ reference number 

• Completed and signed Declaration of Interest Form (SBD4) 

• Quotation with validity period should be a minimum of 30 days or more from the date of issue. 

• Quotation with physical address, date, contact details and banking details 
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Requesting Office:Magalies Water Vaalkop Plant  

 
 
 

Contact Person: Selina Maledu 

 

Contact Numbers: 014 597 4636 

 

Facsimile:N/A 

 
 RFQ –LIME RFQ   

E-mail address:selinam@magalieswater.co.za 

 

 

 

Page 1 of 1 

NB All non-responsive bids will be rejected. 

  

1. EVALUTION OF QUOTATION 

 

All Quotations above R30 000 will be evaluated in terms of the PPR 2022 using the 80:20 

Preference point system.  

 

 

 

 

 

 

NB: Bidders to submit the following as proof of B-BBEE status level of contributor. 

1. Valid B-BBBEE status level certificate by an authorized body or person 

2. A valid sworn affidavit as prescribed by the B-BBEE code of good practice. 

Table 1: SPECIFIC GOALS (B-BBEE level) for the supplier and points claimed are indicated per 

the table below. 

BBBEE Status Level of Contributor Number of points 80/20 system 

1 20 

2 18 

3 14 
4 12 

5 8 

6 6 

7 4 

8 2 

Non Compliant Contributor  

 

5. TERMS & CONDITIONS 

5.1. Quotations received after the closing date will not be accepted. 

5.2. All costs to be included in the quotation. 

5.3. Delivery must take place at the specified place. 

5.4. Quotations to be valid for a minimum of 30 days or more from date of issue. 

5.5. The Government Procurement General Conditions of Contract shall apply.  

CRITERIA POINTS 

Price 80 

Specific goals (B-BBEE status level of contributor) 20 

TOTAL 100 points 
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