
Requesting Office: Klipdrift water treatment plant 

 
 
 

Contact Person: Rockey keetse 

 

Contact Numbers: 082 887 2538 

 

Facsimile: 

 
   RFQ – 10026507 

E-mail address: quotationseast@magalieswater.co.za, 

 

 
 

Page 1 of 5 
 

 DATE ISSUE: 05 June 2026 

 CLOSING DATE: 10 June 2026 

 PLACE OF DELIVERY: Klipdrift water treatment plant 

For More information/query email or call : Thuso 082 884 2869 or email thuso@magalieswater.co.za. 

 
Item 
No. 

 
Description/Specification 

 
Quantity  

  
 

  
Restoring and securing communication between Klipdrift WTP 
and Sondela BPS, so that all three booster pumps plus the 
common services PLC at Sondela can be monitored and 
controlled remotely from Klipdrift.  
 
-Replace the damage satellite dishes between the booster pump 
station and the plant. Link the Satellite at Sondela booster pump 
station with Klipdrift PLC server and Sondela Common Services 
PLC  
Removing the interlock that prevents local control when 
communication is lost between Klipdrift and Sondela. After this 
change, Operators and technical staff at Sondela must always be 
able to take over operation if the remote link fails.  
 
Updating the PLC programs for all Sondela equipment using the 
original software projects for the three pump PLCs and the 
common services PLC. Ensure that the pumps can start while 
the communication network is off but being protect the low flow 
signal. Modify the PLC programs and add clear  
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1. Submission of Quotations 

 
mode selection logic for each pump:  
 
Local = operated at Sondela MCC/HMI  
Remote = operated from Klipdrift 
SCADA  
Off = Safe shutdown mode  
 
Ensuring that mode selection is clear 
and safe: operators must be able to 
switch between LOCAL and REMOTE 
operation easily, with clear indication at 
both sites.  
Testing the changes thoroughly, 
including deliberate communication 
loss and restore tests, to confirm that 
pumps can always be run safely either 
locally or remotely.  
 
Providing updated program backups, 
documentation, and operating 
instructions.  
 

NB: The contractor must submit 
the following:  
Project plan indication number of 
days to complete the work  
Proposed network diagram design 
showing the communication signal 
strength and the recommended 
Satellites  
1 x Technician Certification to be 
submitted:  
1.Adroit Smart SCADA  
2.EcoStruxure Plant Certificate  

3.Unity Pro Advanced Training  
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 RFQ Number must always be stated on the quotation.  

 

Quotations should be submitted on or before the Request for Quotation Deadline 11 June 2026 by  

not later than 12h00 to the email below. Email: quotationseast@magalieswater.co.za,  

No hand delivered quotations will be accepted, all quotations to be submitted to the email  

indicated on the RFQ. 

 

2. Selection of Qualifying Quotation 

 

The selection of the qualifying quotation will be at Magalies water’s sole discretion.  

Magalies Water does not bind itself to accept any particular Quotation. 

 

3. Documents required 

 

ADMINISTRATIVE REQUIREMENTS REQUIREMENTS: 

• Quotation must have CSD vendor number or CSD report 

• Quotation must have RFQ reference number 

• Completed and signed Declaration of Interest Form (SBD4) 

• Quotation with validity period should be a minimum of 30 days or more from the date of 

issue. 

• Quotation with physical address, date, contact details and banking details. 

 

MANDATORY REQUIREMENTS REQUIREMENTS: 

• Quotation must be line with the specification. 

• Quotations received after the closing date will not be accepted. 

 

*NB All non-responsive bids will be rejected. 

  

4. EVALUTION OF QUOTATION 

 

All Quotations with a rand value equal to or below R50 million, will be evaluated in terms of the PPR 

2022 using the 80:20 Preference point system.  

CRITERIA POINTS 
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Price 80 

Specific goals  20 

TOTAL 100 points 

Specific goal 
Number of points 

(80/20 system) 
Means of verification 

Black people ownership 

equity 

5 Central Supplier Database (CSD) report 

Women equity  3 Central Supplier Database (CSD) report 

Youth equity 2 Central Supplier Database (CSD) report 

Disability  2 Medical certificate or (CSD) 

Promotion of small 

businesses 

Medium- 2 Points  

Small- 3 Points  

Micro- 4 Points  

Other- 0 Points  

4 1. Central Supplier Database (CSD) 

report for transactions from rand value 

to R500 000.00.  

2. Signed Financial Statements for 

transactions above R500 000.00  

 

Locality 

Within 100km radius of 

where goods/service is 

required 

3 Proof of address (tribal authority letter/ Lease 

agreement accompanied by municipal rates 

invoice/statement) 

Military Veterans (MVA) 1 MVA force number/CSD  

Total 20  
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5. TERMS & CONDITIONS 

5.1. Quotations received after the closing date will not be accepted. 

5.2. All costs to be included in the quotation. 

5.3. Delivery must take place at the specified place. 

5.4. Quotations to be valid for a minimum of 30 days or more from date of issue. 

5.5. The Government Procurement General Conditions of Contract shall apply.  
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